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PROPOSED CODE CHANGE (Check One)

|Z| Change to read as follows |:|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

The line, labeled "Where installed in grooves, to be covered by wallboard . . .", of the column, labeled "USE", delete "A" and insert "-

The line, labeled "Maximum allowable on center support spacing for the. . .", of the column, labeled "USE", delete "2.5°" and insert
"2.5".

Change requirements as follows:

There shall not be more than the equivalent of four quarter bends (360 degrees total) The-maximum-numberof 90-degree-bends
shall-net-exceed-four between pull points, for example, conduit bodies and boxes junetion-bexes.

REASON AND FISCAL IMPACT

Type USE must be prohibited from being used inside a building or structure.
Type USE must be prohibited from being used inside a building or structure.

360° is the maximum number of degrees of bends acceptable in a run of conduit. The way this is written, any number of 45° bends
and kicks are permitted in addition to four 90° bends. Also, this should be permitted to be applied from pull point to pull point.

These changes are in concert with the UL White book and the NEC.
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